The purpose of this study is to investigate the impact of energy retrofit programs for the existing residential buildings under the typical Jordanian climate. The Jordanian climate has mild heating season and a hot (and usually dry) cooling season. Several building types located in Jordan were considered as case study. The household sector in Jordan accounts for almost 43% of the total electricity consumption. Three levels of energy retrofit programs have been proposed. The economic, environmental and social benefits of the programs have been analyzed. Parametric analyses have been performed to determine the impact of each energy efficiency measure on the energy performance of residential buildings. The payback period for each level have been determined for several regions located in Jordan. The results proved the feasibility of the program except for implementing the third level on a traditional house. The results show that implementing level 3 energy efficiency measures can save up to 43% of the annual electricity consumption, save up to 842 MW on peak demand energy, and 2190 kilo-ton/year reduction of CO 2 emission. That is equivalent to 3.37 TWH of electricity consumption compared to the base case. The total jobs created will be 80,769 job/year when performing the retrofit program.
Introduction
The energy requirement for buildings consumes around 40% of the world's total energy consumption [1] . One-third of the harmful gas emissions around the world is generated by the energy used in buildings [2] . Energy demand is increasing due to population growth [3] . Heat gains and heat losses through the building envelope are responsible for high-energy consumption. Improving the energy efficiency of the building reduces both gains and losses through the envelope.
Jordan depends on imported fuel to meet its energy demand. Jordan's annual bill exceeds 20% of its GDP [4] . The demand for primary energy has increased from 2.4 million ton of oil equivalent (Toe) in 1982 to 7.5 million Toe in 2011.The total electricity generation was approximately 8447 GWh in 2004 and it reached 17,261 GW h in 2013 [5] . Figure 1 shows the electrical energy distribution in Jordan [6] . The household sector accounts for the largest portion of energy consumption in 2016. Hence, reducing the energy consumption in the building sector will have a large impact in the economic, social, and environmental sectors. Improving energy efficiency in building has received significant attention by many researchers [7] [8] [9] [10] [11] [12] . The objectives of improving the energy efficiency in building will result in (a) less energy consumption while maintaining comfort level, (b) saving energy and money, and (c) minimizing harmful emissions. Wilhelm A. Friessa and Kambiz Rakhshanb [7] reviewed a number of passive measures dedicated to the hot climate in the United Arab Emirates (UAE). They found that proper building orientations and utilizing thermal insulation could achieve up to 20% energy saving. Rajeev Ruparathna et al. [8] provided a comprehensive review to improve the energy efficiency of commercial and residential buildings. They implied that most of the current energy efficiency projects are being implemented in a random manner. Anisah et al. [9] applied different zero cost energy saving alternatives to decrease the annual energy consumption for office buildings in Jakarta. They found that changing the room set point, replacing lamp bulbs with LED, and upgrading the HVAC system-operating schedule demonstrated the greatest saving potential. Minoo Mardookhy et al. [10] studied the impact of human behavior on energy consumption. They found out that resident behavior has a significant impact on the energy saving of a building.
An energy audit was performed by K.Hassouneh et al. for one department at the University of Jordan [11] . They studied the impact of glazing, wall insulation, and the lighting system on the annual energy consumption. It was found that the payback period for such modifications was less than three years. Nikolaidis et al. examined the effects of all kinds of insulation; upgrades to the heating system; use of thermal solar systems; lighting upgrades; electric appliances upgrades; and upgrading the cooling system on energy savings in a typical Mediterranean climate [12] . It has been found that the most effective energy saving methods are the upgrading of lighting, the insulation of the roof of the building, and the installation of an automatic temperature control system. Ingy El-Darwish and Mohamed Gomaa investigated the most significant retrofit strategy for public building in Egypt [13] . They concluded that solar shading has the largest contribution of the total energy saving followed by double glazing. They reported that the final energy saving is 33% in an arid climate of Egypt.
It has been reported that wall insulation plays significant role in reducing energy loss and gain through the building envelope. Friessa and Rakhshanb found out that 20% of energy savings can be achieved using thermal insulation for residential buildings in the UAE [7] . Furthermore, proper glazing type can save energy up to 55%. Jianen Huang et al. found out that the optimal economic thermal insulation thickness varies depending on the window to wall ratio for different orientations [14] . Meral Ozel studied the impact of the wall orientation on the optimal wall insulation thickness [15] . He found that the optimum thickness for the extruded polystyrene is 5.5 cm for the south oriented wall. For the north, east, and west oriented walls, 6 cm was found to be the optimum thickness. L.F. Cabeza et al. experimentally examined three insulation materials found in typical Mediterranean construction materials [16] . The results showed that polyurethane provides the lowest energy consumption when compared with mineral wool and polystyrene. Furthermore, they found out that energy saving can reach up to 64% in summer and 37% in winter. Dionysios I. Kolaitis et al. provided a comparative assessment of internal versus external thermal insulation systems for the energy efficient retrofitting of residential buildings [17] . They found out that both external and internal thermal insulation configurations have significantly reduced the total energy requirements. On average, external insulation outperforms the internal insulation configuration by 8%. Moreover, it was found that internal insulation requires approximately 50% less investment cost than external insulation.
Windows can cause significant thermal heat gain or losses in buildings. It has been documented that windows are responsible for a significant portion of energy losses in building. It was found that windows are responsible for almost 20% to 40% of energy losses in buildings [3] . Michele Zinzi et al. found that double glazing with a shading device in the gap improved the total energy performance by significantly reducing the cooling loads compared to the relative increase in the heating load [18] . It was found that reducing the window to wall ratio from 40% to 30% reduces energy consumption by 4.3% in residential buildings in Egypt [19] . A study conducted for various locations across Europe found that triple glazing had the best performance [20] .
Window shading can cause significant thermal heat gain or losses in buildings. Allen Khin Kiet Lau et al. implied that energy saving potential is more significant when using shading devices for low performance glazing in a hot and humid environment [21] . Yunyang Ye et al. proved that a properly designed internal shading device could be as efficient as an external one [22] . Ebrahimpour and Maerefat studied the effect of advanced glazing and overhangs on the solar energy transmitted into or lost from the room through the fenestration areas for typical residential buildings in Tehran [23] . It was found that appropriate overhangs or side fins in the south, west and east windows would lead to the optimal reduction of the annual energy transferred into the buildings and can have an energetic behavior equivalent to high performance glazing. Al-Tamimia and Fadzila studied the effect of shading devices on the indoor temperature for high rise residential building in Malaysia [24] . Their results indicated that an egg-crates device (a combination of both overhangs and fins) significantly reduced discomfort hours.
Heat gain or losses through the roofs are significant. A studied conducted by Jawdat Goussous et al. in Jordan concluded that a green roof (consists of clay and grass) has better thermal performance than a regular roof [25] . Chao Zeng et al. examined the different parameters that affect comfort and the level of energy consumption in a green roof [26] . They found that the optimal soil thickness is 0.3 m. Jinghua Yu et al. determined the optimum roof insulation thickness for a residential building located in China by using the life cycle cost principle [27] . The optimum thickness ranged between 6.5 cm and 18.7 cm with a payback period ranging between 0.9 and 2.3 years. Aynur Ucar determined the optimum roof insulation thickness for different locations in Turkey [28] . He found out that the optimum thickness ranged from 3.8 to 7.39 cm. On the other hand, excess insulation thickness reduced the effectiveness of the passive cooling strategies.
Several energy efficiency programs at the country level have been proposed. These programs determined the cost effectiveness of the measures at the country level scale. Moncef Krarti [29] suggested an energy efficient retrofit program for a Kuwaiti residential building. The objective of the program was to overcome intensive Kuwaiti energy consumption in three stages. The simulation results showed that considerable economic and environmental benefits can be achieved. Moncef Krarti and Kankana Dubeyb [30] suggested an energy retrofit program for the building stocks in Oman. The program saved 957 GWH of annual electricity consumption and 214 MW of peak demand. Another retrofit program suggested by Moncef Krarti et al. [31] for Saudi Arabia saved 62,839 GWH of electricity per year.
The objective of this study is to propose several effective economic effective conservation energy conservation measures that reduce the total energy consumption of typical residential buildings under Jordanian climate conditions. Typical residential buildings located in several regions in Jordan are taken as case studies. Energy consumption saving, peak demand saving, and harmful emission reduction are determined. Energy consumption profiles for each of the proposed measures are determined using dynamic simulation software. The savings are determined for each level to determine the cost-effectiveness of each stage. Finally, the total number of the job creation potential for each stage will be determined.
Methodology
Three typical, existing residential building types were selected as case studies for this work. The energy used within the building was analyzed using DesignBuilder software. The simulation uses measured hourly weather data.
Simulation Models
Design Builder has been successfully used to evaluate (ECMs) for various types of buildings [32] . Design Builder is GUI software that allows more flexibility on geometry inputs and has extensive material libraries and load profiles. The inputs for the simulation model are: building model, usage pattern, and hourly weather data. The energy consumption required for the operating of various loads is calculated on an hourly basis.
Simulation models for three typical existing residential building types are built according to current construction details, materials, and systems in the considered regions. These models are; traditional family house, five-story apartment with ten housing units, and two-story villa. These models are considered as base models for further evaluations of the effectiveness of the proposed retrofit programs on total energy consumption. 
The Building Characteristics
The three typical buildings specifications and characteristics are listed in Table 2 [34] [35] [36] [37] . Table 3 lists the typical load scheduling for all building types considered. Both heating and cooling systems are utilized in the building models. Air heat pumps were used as the cooling systems in these models. On the other hand, for the heating system, electric heaters were used in the traditional house, and a boiler was used for the Villa and the apartment. The villa is a fully heated and cooled space. Figure 2 represents the floor plan for the three building types studied. 
Energy-Efficient Retrofitting Strategies
To improve energy efficiency in the three building types studied, retrofit programs that are divided into three levels were proposed. The idea behind dividing energy efficiency measure into levels is to study the impact of each level individually. Money saved from each level will cover a reasonable portion from the cost of the measures in the next level. These levels are divided based on their cost, the higher the level the more expensive it will be. These levels are divided as follows: Level 1 energy retrofit program: including no cost and low-cost energy efficiency measures. It involves: 
Energy and Economic Analysis
As mentioned previously, Jordan residential buildings are divided in three types. Total energy consumption for the various models is:
where, i is the level number, n is number of building exists in the whole country, X is the energy consumption for single building, and m is the building type. The total energy saving ES is:
where ECB is the baseline energy consumption. Peak demand is estimated to be one-fourth of the sum of all devices found in the building. The cost of electricity is set equal to 0.074 JD/kW [38] . Moreover, the construction cost of the power plant is set equal to 790 JD/kW ( [39] ). The annual money saved MS through various retrofit levels is
The saving in construction cost of the power plant PS is
Total Carbon Dioxide CO 2i emission for various models and levels is:
where C(m,i) is CO 2 emission for the single level and model type. The present CO 2 saving for the various levels is:
where, CO 2B is the total CO 2 emission for the base case models. The total implementation cost Y i of the proposed measures is:
where y(m,i) is the total implementation cost for the required level and model. The total job opportunities J i created is given as [31] :
where J(m,i) is the job opportunities for the single unit. The payback period is given as:
where, I is the real discount rate, i is the interest rate which assumed to be 5%, r is the inflation rate. C I is the initial cost of the investment, B A is the annual benefit, mC I is the maintenance cost.
Results and Discussions
Simulation model verifications were performed. The current results are compared against several studies and found to be in good agreement with previously published data (see Table 5 ). The validation models are summarized in more detail in Table 5 . In Ref. [30] , a simulation analysis was performed in Oman to find the baseline energy consumption using Design Builder [30] . The simulation was performed on a one story traditional house. The baseline energy consumption was 36,926 kWh and 13,849 kWh after the implementation of the energy measures. Our validation model is built with the same characteristics and annual weather data. Our results are 37,299 kWh for the baseline and 13,405 kWh after the implementation of the energy measures. It is clear that our results are in good agreement with Ref. [30] . For the optimization analysis using the sequential search method, in Ref. [41] Alaa Alaidroos and Moncef Krarti performed an optimization analysis to reach the net-zero energy building for a villa located in KSA. The baseline consumption was estimated to be 119,700 kWh [41] . Our simulation results for the same building and weather data using the BEopt software was found to be 110,000 kWh, which matches very well with Ref. [41] .
In Ref. [29] , a simulation analysis is performed on a two-story villa in Kuwait. The annual energy consumption is estimated to be 92,000 kWh. We simulated their building types, and observed results very close to their results. In Ref. [29] , Al-Mumin et al. summarized the occupants' behavior for Kuwaiti residential buildings [43] . The lighting system remains on when the rooms are empty and the occupants tend to set the thermostat to 22 • C instead of 24 • C. After simulating these conditions, the annual energy consumption is found to be 88,132 kWh.
The energy model developed for a villa located in Abu Dhabi has been simulated in the present study [40] . The annual energy consumption for the Villa was 140,000 kWh. The simulation performed shows an annual consumption of 133,459 kWh. The proposed retrofit measures for the same villa provide 100,000 annual energy consumption. After performing the simulation on the validation model, an annual consumption of 107,041 kWh has been achieved.
To determine the impact of the individual efficiency measures on the total energy consumption, comprehensive parametric analyses have been performed. The analyses were performed using the hourly weather data for Jordan. One analysis was performed for Irbid, which is a mild climate region located in the north part of Jordan. From the hourly weather data used in the analysis, the cooling degree days were 3011 based on 10 • C. On the other hand, the heating degree days estimated to be 1068 • C based on 18 • C. The maximum dry bulb temperature reaches 36 • C in the summer, compared with 2 • C minimum dry bulb during winter. Table 6 shows the saving achieved from each measure for a villa located in Irbid. The efficiency of the HVAC system has the most significant impact on reducing the annual energy consumption. Replacing the lighting system archives 10.9% in savings. Increasing the cooling set point temperature from 23.5 • C to 24.5 • C reduces 1.6% of the total energy consumption. The roof insulation has a more significant impact on the total energy consumption than the wall insulation. It should be mentioned that reducing the lighting density for various models increases the cooling load and vice versa. The impact of wall insulation, roof insulation, cooling, and heating set point on the annual energy consumption for the baseline villa model have been examined. Figure 3 shows the impact of the insulation thickness on the annual energy consumption for the baseline villa model.
As shown in Figure 3 , most of the energy saving is achieved through the first 5 cm thickness. After that there is a diminishing return pattern observed as the wall insulation thickness increases. The figure shows the roof insulation thickness impact on the annual energy consumption for the villa baseline model. Various insulation thicknesses have been examined from 2 cm to 38 cm. The maximum saving achieved for the villa model was 8% for the roof insulation.
Several heating and cooling set point temperatures have been implemented to examine their impact on the annual energy consumption for the villa model. As shown in Figure 4 , a maximum saving of 5% was achieved for a temperature of 28 • C. On the other hand, up to 6.6% saving could be achieved for a 18 • C heating set point. The baseline set point temperature is defined when the curve intersects with the X-axis. The negative saving percent means an increase in energy consumption. 
Economic and Environmental Evaluation
Improving the energy efficiency of the building should reduce the annual energy consumption. As a result, harmful emissions will be reduced. Table 7 below shows the economic and environmental benefits achieved by implementing various levels of the proposed program on the building models. The saving percent is calculated relative to the level 3 annual energy consumption. To determine the savings on peak demand, a quarter of the devices are assumed to be running at peak time. It is found that 43.6% is the highest annual energy saving for level 3. When implementing level 3, a traditional house achieved almost 35% saving, while a villa achieved 47%. 
Cost-Effectiveness Analysis
In this section, the cost-effectiveness of the suggested program for the existing Jordanian buildings, the implementation cost required for the various levels, and the job creation potential are estimated in this analysis. The total baseline energy consumption in the analysis is found to be 7.7 tWh. According to the annual report submitted by the Ministry of Mineral and Natural Resources [44] , the total electricity consumed in the residential sector reaches 7.4 tWh, which is close to our analysis. Table 8 shows the various energy efficiency measures used in the analysis and their related cost. The measures are related to various building components, such as building design, building envelope, HVAC system, and lighting. The highlighted options represent the baseline building characteristic [1] . The last three rows in Table 8 show the cost for various levels of the retrofit program. The differences in the implementation cost are due to:
(a) Building size and physical conditions for the models (b) Various efficiency measures applied at different levels that have a different cost. The costs for different energy measures are obtained from several sources [45, 46] . The payback period will be determined to account for the feasibility of the program. The results are summarized in Table 9 . The economic benefits are referred to all residential buildings. Through several personal communications, we have developed confidence that Jordanian behavior can be grouped into three main levels. One case can safely represent the behavior of residents in the three types of buildings studied. To further validate our assumption, we have compared our present result with actual data and found it in good agreement. More specifically, the total baseline energy consumption in the analysis is found to be 7.7 tWh. According to the annual report submitted by the ministry of mineral and natural resources [2] , the total electricity consumed in the residential sector reaches 7.4 tWh, which is close to our analysis.
The results, summarized in Table 9 , indicate that levels one and two of the retrofit program are highly cost-effective when implemented on buildings. Payback periods for level three are found to be long for the traditional house due to the high estimated costs of the energy efficiency measures. Such a high payback period is due to capital investment with low money saved in the traditional house. Low money saved is due to low energy consumption in the model compared to the other models (3-story apartment and 2 story villa). Level one has no payback period as the implementation cost of level 1 would be covered from the peak demand money savings. The significant amount of money saved from this level is recommended to be used as a starting point for funding the next level. 
Social Benefit
The economic and environmental benefits have been summarized. The other impact of the retrofit programs is the potential of creating new jobs in Jordan. It is well known that Jordan is a youthful society with thousands of graduated students every year. Most of them are suffering from unemployment due to a lack of job opportunities. According to the latest figures from the Department of Statistics (DoS), unemployment reached 18.2% during the first quarter of 2017, rising by 3.6% compared with the same period last year [47] . The unemployment in Jordan increases as a result of: (a) Limited resources and investment projects (b) The migration of enormous populations due to the Syrian crises This retrofit program will create thousands of job opportunities. A recent study conducted in Jordan reported that employing energy conservation measures create new jobs for engineers and technicians [48] . It will have a positive impact on the youth unemployment rate in Jordan.
An analysis of the employment impact of investing in the energy efficient renovation of buildings has received special attention [48] [49] [50] . These studies have concluded that such investments have a significant impact on a variety of socio-economic processes. Estimations of the energy efficiency investments on employment have been conducted by many researchers [48] [49] [50] . Ürge-Vorsatz et al. reported that on average, 17 jobs will be created per €1 million of investment in energy efficient buildings [49] . Meijer et al. found that 11-19 jobs per €1 million invested will be created [50] . An average of 19 jobs per €1 million of investments can be created according to a study conducted by Janssen and Staniaszek [50] .
Polline et al. performed a study to determine the number of direct and indirect full time jobs that will be created [51] . The job creation model was used by several references; for example, [29, 30] . Krarti and Dubey outlined that energy retrofit program investment can create 11.9 jobs with 7 direct and 4.9 indirect per every 1 million dollar investment [30] . Direct jobs related to the auditing and the installation of the measures, and indirect jobs related to the production of these measures. Results from different studies are not mutually comparable due to their different coverage and applied methodology. Based on that, Table 10 indicates the number of jobs that could be created for the various level of the program. When the retrofit program is implemented on Jordanian residential buildings, there will be 80,769 jobs per year once level 3 of the program begins to be performed.
Conclusions
Detailed simulation analyses have been performed to investigate the impact of various ECMs on residential buildings in Jordan. ECMs selected for analysis are aimed to improve the performance of the HVAC and lighting systems. The proposed measures reduced annual electricity consumption. Furthermore, the peak demand and amount of carbon emission were also reduced. Level one of the retrofit program, which almost has no cost, resulted in a total of 1955 GWH annual electricity saving, 489 MW peak demand saving, and a 1321 kilo-ton/year CO 2 reduction. The retrofit program would create a significant number of job opportunities. It has been concluded that the payback period is acceptable for different levels of the retrofit program, except for the traditional house, which has less savings when compared with the other models. Level 3 has the highest impact with the highest annual energy saving and peak demand reduction. The retrofit program will create a significant number of jobs; a total of 80,769 jobs/year. Shading has shown high feasibility with its low cost and high annual saving. Overhangs achieve 11% saving for the villa model. The usage of a lighting control will reduce heat gain and thus cooling load. A 11% cooling load saving could be achieved as a result of using lighting control. Future work should include applying the sequential search methodology to optimally select the most cost-effective design options that achieve the minimum life cycle cos. The main results of this study indicated that when combing the best strategy, the annual energy consumption for the building could be reduced significantly. Funding: This research received no external funding.
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